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PARTIES TO THE AGREEMENT

Company Client
OPTIMUM INSPECTION JOSE HULLOA
TORONTO AND GTA

Maple, ON L6A OH9

Total Fee: $450.87
This is an agreement between JOSE HULLOA and OPTIMUM INSPECTION.

PLEASE READ CAREFULLY BEFORE SIGNING.

The Inspection of this property is subject to the Limitations and Conditions set out in this Agreement. It is based on a
visual examination of the readily accessible features of the building. The Inspection is performed in accordance with the
Standards of Practice of our national association.

The Home Inspector's report is an opinion of the present condition of the property. The Inspection and report are not a
guarantee, warranty or an insurance policy with regards to the property.

The inspection report is for the exclusive use of the client named above. No use of the information by any other party is
intended.

LIMITATIONS AND CONDITIONS OF THE HOME INSPECTION

There are limitations to the scope of this Inspection. It provides a general overview of the more obvious repairs that may
be needed. Itis not intended to be an exhaustive list. The ultimate decision of what to repair or replace is yours. One
homeowner may decide that certain conditions require repair or replacement, while another will not.

1) THE INSPECTION IS NOT TECHNICALLY EXHAUSTIVE.

The Home Inspection provides you with a basic overview of the condition of the property. Because your Home Inspector
has only a limited amount of time to go through the property, the Inspection is not technically exhaustive.

Some conditions noted, such as foundation cracks or other signs of settling in a house, may either be cosmetic or may
indicate a potential problem that is beyond the scope of the Home Inspection.

If you are concerned about any conditions noted in the Home Inspection Report, we strongly recommend that you consult
a qualified Licensed Contractor or Consulting Engineer. These professionals can provide a more detailed analysis of
any conditions noted in the Report at an additional cost

2) THE INSPECTION IS AN OPINION OF THE PRESENT CONDITION OF THE VISIBLE COMPONENTS.

The Home Inspector's Report is an opinion of the present condition of the property. It is based on a visual examination of
the readily accessible features of the building.

A Home Inspection does not include identifying defects that are hidden behind walls, floors or ceilings. This includes
wiring, heating, cooling, structure, plumbing and insulation that are hidden or inaccessible.

Some intermittent problems may not be obvious on a Home Inspection because they only happen under certain
circumstances. As an example, your Home Inspector may not discover leaks that occur only during certain weather
conditions or when a specific tap or appliance is being used in everyday life.

Home Inspectors will not find conditions that may only be visible when storage or furniture is moved. They do not
remove wall coverings (including wallpaper) or lift flooring (including carpet) or move storage to look underneath or
behind.

Providing great home inspections for every client every time
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3) THE INSPECTION DOES NOT INCLUDE HAZARDOUS MATERIALS.

This includes building materials that are now suspected of posing a risk to health such as phenol-formaldehyde and
urea-formaldehyde based insulation, fiberglass insulation and vermiculite insulation. The Inspector does not identify
asbestos roofing, siding, wall, ceiling or floor finishes, insulation or fireproofing. We do not look for lead or other toxic
metals in such things as pipes, paint or window coverings.

The Inspection does not deal with environmental hazards such as the past use of insecticides, fungicides, herbicides or
pesticides. The Home Inspector does not look for, or comment on, the past use of chemical termite treatments in or
around the property.

4) WE DO NOT COMMENT ON THE QUALITY OF AIR IN A BUILDING.

The Inspector does not try to determine if there are irritants, pollutants, contaminants, or toxic materials in or around the
building.

The Inspection does not include spores, fungus, mold or mildew that may be present. You should note that whenever
there is water damage noted in the report, there is a possibility that mold or mildew may be present, unseen behind a
wall, floor or ceiling.

If anyone in your home suffers from allergies or heightened sensitivity to quality of air, we strongly recommend that you
consult a qualified Environmental Consultant who can test for toxic materials, mold and allergens at additional cost.

5) WE DON'T LOOK FOR BURIED TANKS.

Your Home Inspector does not look for and is not responsible for fuel oil, septic or gasoline tanks that may be buried on
the property. If the building had its heating system converted from oil, there will always be the possibility that a tank may
remain buried on the property.

If fuel oil or other storage tanks remain on the property, you may be responsible for their removal and the safe disposal of
any contaminated soil. If you suspect there is a buried tank, we strongly recommend that you retain a qualified
Environmental Consultant to determine whether this is a potential problem.

6) TIME TO INVESTIGATE
We will have no liability for any claim or complaint if conditions have been disturbed, altered, repaired, replaced or
otherwise changed before we have had a reasonable period of time to investigate.

7)NOT A GUARANTEE, WARRANTY OR INSURANCE POLICY.
The inspection is not a guarantee, warranty or an insurance policy with regard to the fitness of the property.

8) REPORT IS FOR OUR CLIENT ONLY

The inspection report is for the exclusive use of the client named herein. No use of the information by any other party is
intended.

| have read, understood, and accepted the above Limitations and Conditions of this Home Inspection.

I, JOSE HULLOA (Signature) , (Date) , have read, understood and
accepted the terms of this agreement.

Providing great home inspections for every client every time



www.optimuminspection.com

ROOFING Report No. 1530, v.3

65 SIR STEVENS DR, MAPLE, ON  March 18, 2020 www.optimuminspection.com

General: « General View of the Roof
Note: Here is the condition

1. General View of the Roof 2. General View of the Roof

3. General View of the Roof 4. General View of the Roof

General: « VIDEO INSPECTION

Sloped roofing material:  Asphalt shingles
Sloped roof flashing material: « Aluminum
Probability of leakage: « High « Medium
Approximate age: - 10-15 years

Observations & Recommendations

RECOMMENDATIONS \ General

1. Condition: « Regular roof shingles maintenance required
Location: Throughout

Task: Monitor

SLOPED ROOFING \ Asphalt shingles
2. Condition: « Tree branches touching roof

Providing great home inspections for every client every time Page 1 of 53
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REFERENCE

Implication(s): Shortened life expectancy of material
Location: Rear

Task: Correct

Time: Immediate

Trees and shrubs
too close to house

6. Tree branches touching roof

5. General View of the Exterior

Providing great home inspections for every client every time Page 2 of 53
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EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX

Inspection Methods & Limitations

Roof inspection limited/prevented by: « Roof inspection limited/prevented by: Eaves Protection - presence ,continuity

and effectiveness cannot be
determined during a professional Home Inspection

Inspection performed: « With a drone « With a camera on pole

Providing great home inspections for every client every time Page 3 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

General: « General View of the Exterior
Note: Here is the condition

7. General View of the Exterior

8. General View of the Exterior

9. General View of the Exterior 10. General View of the Exterior

Gutter & downspout material: « Aluminum

Gutter & downspout type: « Eave mounted

Providing great home inspections for every client every time Page 4 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

Gutter & downspout discharge: « Above grade
Lot slope: « Elat

Soffit (underside of eaves) and fascia (front edge of eaves): « Aluminum
Wall surfaces and trim: « Metal siding

Wall surfaces - masonry: e Brick

Driveway: « Asphalt

Deck: « Wood

Porch: « Wood

Exterior steps: « Wood

Patio: « PATIO SHED

Fence: « Wood

Garage:
« Attached

11. Attached 12. Attached

Providing great home inspections for every client every time Page 5 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

13. Attached

Observations & Recommendations

ROOF DRAINAGE \ Gutters and Downspouts
3. Condition: « Thoroughly cleaning your homes gutters every spring and fall will keep them working like they should.

Leaves can build up and clog the downspouts, which can cause water damage to your roof and fascia
Location: Throughout

Task: Service

Time: Ongoing

ROOF DRAINAGE \ Downspouts

4. Condition: - Should discharge 6 feet from building
Implication(s): Chance of water damage to contents, finishes and/or structure

Location: Throughout
Task: Service Correct
Time: Immediate

Providing great home inspections for every client every time Page 6 of 53
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Gutter and downspout installation

secure gutters
every 2 to 3 feet

- wall framing

4 1o 6 feet

f -
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| water collects next
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and penetrates
= b into the basement
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basement
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

14. General View of the Exterior

WALLS \ General notes

5. Condition: « Wall vents covers
Location: Various

Task: Service Correct

Time: Immediate

Providing great home inspections for every client every time Page 8 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

15. General View of the Exterior

WALLS\ Flashings and caulking

6. Condition: « Caulking missing or ineffective
Implication(s): Chance of water damage to contents, finishes and/or structure

Location: Throughout
Task: Service Correct
Time: Immediate

Providing great home inspections for every client every time Page 9 of 53
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REFERENCE

16. General View of the Exterior

EXTERIOR GLASS/WINDOWS \ Exterior trim

7. Condition: « Missing or loose pieces
Implication(s): Chance of water damage to contents, finishes and/or structure

Location: Front
Task: Service Correct
Time: Immediate

Providing great home inspections for every client every time Page 10 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX

REFERENCE

DOORS \ General notes

Location: Front
Task: Service Correct
Time: Immediate

17. Missing or loose pieces

8. Condition: « door not tight-fitting and weatherstripped

Providing great home inspections for every client every time
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

18. General View of the Exterior

PORCHES, DECKS, STAIRS, PATIOS AND BALCONIES \ Handrails and guards
9. Condition: « Missing

Implication(s): Fall hazard

Location: Front

Task: Provide

Time: Immediate

Providing great home inspections for every client every time Page 12 of 53



https://www.discoverhorizon.com/hrb/article.aspx?ASKID=885&DROPDOWN=3274
www.optimuminspection.com

EXTERIOR Report No. 1530, v.3

65 SIR STEVENS DR, MAPLE, ON  March 18, 2020 www.optimuminspection.com

ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

Handrails and guards

guards

guards are required if
the floor of the deck,
porch or balcony is
morethan 30"
above grade
(24" in Canada)

handrail required
if more than 3 risers [ hand-

19. General View of the Exterior

Providing great home inspections for every client every time Page 13 of 53
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ROOFING STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX

Inspection Methods & Limitations

Inspection limited/prevented by: « Storage in garage

No or limited access to: « Area below steps, deck, porches

Exterior inspected from: « Ground level

Providing great home inspections for every client every time Page 14 of 53
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

General: « General View of the Structure
Note: Here is the condition

20. Attached

21. General View of the Structure

22. General View of the Structure

23. General View of the Structure
Configuration: « Basement

Foundation material: « Poured concrete

Floor construction: « Trusses e Steel columns « Steel beams « Subfloor - plywood
Exterior wall construction: « Wood frame / Brick veneer

Roof and ceiling framing: - Trusses - Plywood sheathing

Providing great home inspections for every client every time Page 15 of 53
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX

REFERENCE

Observations & Recommendations

RECOMMENDATIONS \ Overview

10. Condition: « The overall condition of the structural system is considered to be satisfactory
Location: Throughout

Task: Monitor

Time: Regular maintenance

WALLS \ Masonry veneer walls
11. Condition: « Cracked

cracks should be filled and monitore
Implication(s): Weakened structure
Location: Various

Task: Service Correct

Time: Immediate

24. General View of the Exterior 25. General View of the Exterior

Providing great home inspections for every client every time
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

26. General View of the Exterior

Inspection Methods & Limitations

General: « Moisture problems may result in visible or concealed mold growth. Environmental Consultants can assist of
this is a concern.

Inspection limited/prevented by: « The footings supporting the house are typically not visible and cannot be inspected.
Only a small part of the foundation can be seen and inspected from outside the home.Finished or concealed portions of
the interior of the foundation cannot be inspected.

Inspection limited/prevented by: « Ceiling, wall and floor coverings
Attic/roof space: -« Inspected from access hatch
Percent of foundation not visible: « 90 %

Not included as part of a building inspection: « Attic load bearing components concealed by insulation cannot be
traversed

Environmental issues are outside the scope of a home inspection: « Visible mold evaluation is not included in the
building inspection report

Environmental issues are outside the scope of a home inspection: « This includes issues such as asbestos.

Providing great home inspections for every client every time Page 17 of 53
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General: « General View of the Electrical System
Note: Here is the condition

27. General View of the Electrical System 28. General View of the Electrical System

Service entrance cable and location: « Underground - cable material not visible
Service size: « 100 Amps (240 Volts)

Main disconnect/service box rating: « 100 Amps

Main disconnect/service box type and location: « Breakers - basement

System grounding material and type: - Not visible

Distribution panel type and location: « Breakers - basement

Distribution panel rating: » 100 Amps

Number of circuits installed: « 30

Distribution wire (conductor) material and type: « Copper - non-metallic sheathed
Type and number of outlets (receptacles): « Grounded - typical

Circuit interrupters: Ground Fault (GFCI) & Arc Fault (AFCI): « GECI - bathroom and exterior

Smoke alarms (detectors): « Present

Fire Extinguishers: « None

Providing great home inspections for every client every time Page 18 of 53
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ROOFING EXTERIOR STRUCTURE HEATING COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

RECOMMENDATIONS \ Overview

12. Condition: « The overall condition of the electrical system is considered to be satisfactory.
Location: Throughout

Task: Monitor

Time: Regular maintenance

DISTRIBUTION SYSTEM \ Smoke alarms (detectors)

13. Condition: « Poor location
Old units

Implication(s): Life safety hazard
Location: Throughout

Task: Service Upgrade

Time: Immediate

30. General View of the Electrical System

29. General View of the Electrical System

Providing great home inspections for every client every time Page 19 of 53
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31. General View of the Electrical System

COMMENTS \ Additional

14. Condition: « Smoke detectors should be provided in all sleeping areas of a home and on each floor of a home.
Carbon monoxide detectors should be in every room with a wood burning appliance and are ideally located on every
level of the home.

Detectors should be tested monthly and batteries should be replaced annually. Detectors should be replaced every 10

Inspection limited/prevented by:
» Restricted access

Concealed electrical components are not part of a home inspection.
System ground: - Quality of ground not determined
Circuit labels: « The accuracy of the circuit index (labels) was not verified.

Not included as part of a building inspection: « Remote control devices « Low voltage wiring systems and components 1
Testing of smoke and/or carbon monoxide alarms « Amperage, voltage, and impedance measurements

Providing great home inspections for every client every time Page 20 of 53
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

General: « General View of the heating System
Note: Here is the condition

32. General View of the heating System 33. General View of the heating System

System type: « Furnace

Fuel/energy source: « Gas

Heat distribution: « Ducts and registers

Approximate capacity: « 120,000 BTU/hr

Efficiency: « Mid-efficiency

Exhaust venting method: - Direct vent

Combustion air source: e Interior of building

Approximate age: « Past lifespan « Old

Typical life expectancy: « Furnace (conventional or mid-efficiency) 18 to 25 years
Main fuel shut off at: « Meter « Utility room

Failure probability: « High

Air filter: « Disposable

Chimney/vent: « Metal

Mechanical ventilation system for building: « Bathroom exhaust fan

Location of the thermostat for the heating system: « Living Room

Providing great home inspections for every client every time Page 21 of 53
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

Condensate system: « Discharges into floor drain

Observations & Recommendations

RECOMMENDATIONS \ General

15. Condition: « HEATING SUPPLY- The pictures illustrate that the heating equipment responded to operating controls
at the thermostat when placed in the heating mode. Heated air was discharging from all supply air registers unless
otherwise noted.No further equipment diagnostics were performed as part of this home inspection.

Location: Throughout

Task: Service

Time: Immediate

FURNACE \ General notes

16. Condition: « Service Furnace

Unit was functional during the inspection. We recommend consulting with the seller regarding the service history of the
system. An annual/seasonal professional HVAC inspection and cleaning service contract is recommended

Location: Throughout

Task: Service

Time: Immediate

FURNACE \ Filter

17. Condition: « Dirty

Implication(s): Increased heating costs | Reduced comfort
Location: Furnace Room

Task: Replace

Time: Immediate

GAS FURNACE \ Heat exchanger

18. Condition: « Soot or deposits

Soot visible around heat registers, across ceilings and on a furnace itself -?Task: Repair or replace.The danger of carbon
monoxide poisoning is the primary issue when dealing with furnace soot in the air. While traces of visible soot
accumulation are definitely cause for concern,

Implication(s): Equipment not operating properly | Increased heating costs | Reduced comfort

Location: Basement

Task: Service ad upgrade

Time: Immediate

Providing great home inspections for every client every time Page 22 of 53
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ROOFING EXTERIOR STRUCTURE | ELECTRICAL COOLING INSULATION PLUMBING INTERIOR APPENDIX
REFERENCE

34. General View of the heating System

35. General View of the heating System

GAS FURNACE \ Ducts, reqgisters and grilles
19. Condition: e Dirty

Air Duct Cleaning refers to the removal of dust and contaminants within the ductwork. This includes the supply and return
air ducts as well as the registers and diffusers in each room.

Implication(s): Increased heating and cooling costs | Reduced comfort

Location: Throughout

Task: Service, Clean

Time: Immediate

20. Condition: « Poor location

Implication(s): Increased heating costs | Reduced comfort
Location: Basement

Task: Service Correct

Time: Immediate
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Supply and return registers |

warte |

heat r
or air

ers located next to walls
eturns located next to outside walls
will tend to make the room less
comfortable and should be noted

auxiliary electric heat may be desirable

/A

Basement heat registers

heat revgiste!1

basement heat registers are typically
located at ceiling level

this can cause stratification of the air where
the warm air stays up at ceiling level

an electric baseboard heater at floor level

Providing great home inspections for every client every time

Page 24 of 53



www.optimuminspection.com

HEATING
65 SIR STEVENS DR, MAPLE, ON

ROOFING

REFERENCE

March 18, 2020

STRUCTURE | ELECTRICAL

EXTERIOR COOLING

INSULATION

PLUMBING

Report No. 1530, v.3

www.optimuminspection.com

INTERIOR APPENDIX

Return grille in fu

a return grille in the furnace
room can allow the furnace
blower to pull exhaust
roducts out of the draft
ood into the house air
stream

this can be a life safety
issue

Air return outside room

when the air return is outside the
bedroom (e.g. in the hallway) the door
should be timmed at the bottom to permit
air circulation

if the air can't circulate, the room
becomes pressurized and won't warm up

trim here

K Dy, heat register %
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Flexible ductwork

rigid ducts are best for vertical runs;

a "tree and branch” structure with
rigid ducts as the main runs is best

|

25

tight corners and contact
with metal objects should

be avalded radius should be

mare than one
duct diameter

i

verticals should —
be supported
every 6"

flexible ducts should
be at least 4" from hot
aquipmeant

\ 5' and at connection
-"?? Xirgy
Uiy a’eq;;;“x |\‘

A\

— hoarizontals should
be supported every

_— e .
termination > ﬁ}\.

devices should
be independantly
supportad

should not be installed:

@@@

on the in contact in direct

axterior with soil sunlight r;onc.rate

36. General View of the heating System

COMMENTS \ Additional
21. Condition:

« It is recommend that all repairs or replacements be conducted by a qualified, licensed specialists, who

may well identify additional defects or recommend some upgrades that could affect your evaluation of the property.
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Inspection Methods & Limitations

Safety devices: « Not tested as part of a building inspection

Heat exchanger: « Not accessible
Not included as part of a building inspection: - Interiors of vent systems, flues, and chimneys « Heat exchangers
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General: « General View of the cooling System
Note: Here is the condition

37. General View of the cooling System 38. General View of the cooling System

Air conditioning type: « Air cooled

Cooling capacity: «1 Ton

Compressor type: « Electric

Typical life expectancy: « 12 tol5 years

Failure probability: « High « Medium

Air filter: « Disposable

Refrigerant type: « R-22

Location of the thermostat for the cooling system: « Living Room

Condensate system: « Discharges into floor drain

Providing great home inspections for every client every time Page 28 of 53
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Observations & Recommendations

AIR CONDITIONING \ General notes

22. Condition: e Service air conditioner

We recommend consulting with the seller regarding the service history of the system. An annual/seasonal professional
HVAC inspection and cleaning service contract is recommended

Implication(s): Reduced system life expectancy | Increased cooling costs | Reduced comfort

Location: Throughout

Task: Service

Time: Immediate

Inspection Methods & Limitations

Heat gain/loss calculations: « Not done as part of a building inspection

Not part of a home inspection: « Home inspectors cannot typically access or inspect the indoor coil
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General: « General View of the Insulation
Note: Here is the condition

39. General View of the Insulation 40. General View of the Insulation

Attic/roof insulation material: » Glass fiber « Cellulose

Attic/roof insulation amount/value: « R-32

Attic/roof air/vapor barrier: « Plastic « Kraft paper

Attic/roof ventilation:  Roof vent « Soffit vent

Wall insulation material: « Glass fiber

Foundation wall insulation material: « Glass fiber

Foundation wall air/vapor barrier: « Plastic

Floor above porch/garage insulation material: « Not determined
Floor above porch/garage insulation amount/value: « Not visible

Mechanical ventilation system for building: « Bathroom exhaust fan

Observations & Recommendations

RECOMMENDATIONS \ General

23. Condition: « The overall condition of the insulation system is considered to be satisfactory.
Location: Throughout

Task: Monitor

Time: Ongoing

ATTIC/ROQOF \ Hatch/Door
24. Condition: « Not weatherstripped
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Task: Service Correct
Time: Immediate

Implication(s): Chance of condensation damage to finishes and/or structure | Increased heating and cooling costs

Location: Throughout

Attic access hatch

the illustration shows a good attic
access hatch design

hatches in many houses (especially
older ones) won't meet these ideals |
p or

cardboard dam
(to hold back
insulation)

hatch should
be insulated

cross
section
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41. General View of the Insulation

Inspection Methods & Limitations

Attic inspection performed: « From access hatch
Roof space inspection performed: « From access hatch
Airlvapor barrier system: « Continuity not verified

Environmental issues are outside the scope of a home inspection: « This includes issues such as asbestos.
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General: « Principal components.
Here is the condition

42. 43.

44, 45.
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46.

Water supply source: « Public
Service piping into building: « Copper
Supply piping in building: « Copper « Plastic

Main water shut off valve at the: « Basement

Water flow and pressure: « Typical for neighborhood
Water heater type: « Rental

Water heater location: « Furnace room

Water heater fuel/energy source: « Gas

Water heater exhaust venting method: . Direct vent
Water heater tank capacity: « 40 gallons

Water heater typical life expectancy: « 8 to 12 years
Water heater failure probability: « Medium

Waste disposal system: « Public

Waste and vent piping in building: « Plastic

Floor drain location: « Near heating system
Gas piping: « Steel « Copper
Main fuel shut off valve at the: « Gas meter

Exterior hose bibb (outdoor faucet): « Present

Providing great home inspections for every client every time
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Observations & Recommendations

RECOMMENDATIONS \ General
25. Condition: « ENSUITE BATHROOM - General View
Here is the condition

47. ENSUITE BATHROOM - General View 48. ENSUITE BATHROOM - General View

49. ENSUITE BATHROOM - General View

50. ENSUITE BATHROOM - General View
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51. ENSUITE BATHROOM - General View 52. ENSUITE BATHROOM - General View

53. ENSUITE BATHROOM - General View

26. Condition: « POWDER ROOM - General View
Here is the condition
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54. POWDER ROOM - General View 55. POWDER ROOM - General View

OPTIONAL \ Plumbing
27. Condition: « 1st Floor KITCHEN- General View

Here is the condition

56. 1st Floor KITCHEN- General View 57. 1st Floor KITCHEN- General View
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58. 1st Floor KITCHEN- General View

28. Condition: « Laundry Area - General View
Here is the condition

59. Laundry Area - General View 60. Laundry Area - General View

WATER TREATMENT SYSTEM \ General notes

29. Condition: « Suspect

Implication(s): Chance of water damage to contents, finishes and/or structure | No water
Location: Basement

Task: Service Clean

Time: Immediate
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61. Suspect

62. Suspect

Inspection Methods & Limitations

Items excluded from a building inspection: « Concealed plumbing  Water heater relief valves are not tested

Environmental issues are outside the scope of a home inspection: « Moisture problems may result in visible or
concealed mold growth. Environmental Consultants can assist of this is a concern.

Environmental issues are outside the scope of a home inspection: « This includes issues such as asbestos.

Not included as part of a building inspection: « Not readiliy accessible interiors of vent systems, flues, and chimneys
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General: « General View of the Interior
Note: Here is the condition

63. General View of the Interior

Major floor finishes: « Carpet « Resilient « Laminate « Ceramic
Major wall and ceiling finishes: « Plaster/drywall

Windows: - Fixed « Sliders « Casement

Glazing: « Double

Exterior doors - type/material: « Sliding glass « Metal

Doors: e Inspected

Range fuel: « Electricity

Appliances: « Refrigerator « Range hood « Dishwasher
Laundry facilities: « Washer « Laundry tub « Hot/cold water supply « Dryer « Vented to outside
Kitchen ventilation: « Recirculating type

Bathroom ventilation:  Exhaust fan

Laundry room ventilation: « Clothes dryer vented to exterior
Counters and cabinets: e Inspected

Stairs and railings: « Inspected
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Observations & Recommendations

RECOMMENDATIONS \ General
30. Condition: « .LIVING ROOM.
Here is the condition

64. 65.

31. Condition: « BASEMENT ROOM.
Here is the condition

66. 67.

32. Condition: « 3 Bedroom.
Here is the condition
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68. 69.
33. Condition: « 2nd Bedroom.

Here is the condition

70. 71.

34. Condition: « 1. Master bedroom.

Here is the condition

Providing great home inspections for every client every time
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72.

WINDOWS \ Hardware

35. Condition: « [noperative

Implication(s): System inoperative or difficult to operate
Location: Second Floor

Task: Service Correct

Time: Immediate

73. Inoperative
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EXHAUST FANS \ Duct

Location: Attic
Task: Service Correct
Time: Immediate

36. Condition: « Not insulated in unconditioned space
Implication(s): Chance of condensation damage to finishes and/or structure

Exhaust fan conditions

termination point
not found

poor termination
oint location

attic

disconnected or missin

duct leaky, damaged.ﬁ]

PR

1
) 1] ij)

- L= -
f insulation

wall

N\

duct not
insulated

cross
section

wlrin% inoperative or
unsa inefficient

fan cover noisy
missing

N N I ™
weather hood missing,
damaged or loose

inadequate backflow
prevention (flap)
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74. General View of the Insulation

EXHAUST FANS \ Kitchen range exhaust system

37. Condition: « Not vented to exterior

Implication(s): Chance of condensation damage to finishes and/or structure
Location: First Floor Kitchen

Task: Service Correct

Time: Immediate

75. Not vented to exterior
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APPLIANCES \ Refrigerator

38. Condition: « Here is the condition
Location: Kitchen

Task: Service, Clean

Time: Immediate

Report No. 1530, v.3

76.

77.

APPLIANCES \ Range

39. Condition: « Here is the condition
Location: Kitchen

Task: Service, Clean

Time: Immediate
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78. 79.

APPLIANCES \ Dishwasher

40. Condition: « Here is the condition
Location: Kitchen

Task: Service Clean

Time: Immediate

80.
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81.

APPLIANCES \ Washing machine
41. Condition: « Here is the condition
Location: Laundry Area

Task: Service Clean

Time: Immediate

42. Condition: « Old
Implication(s): Reduced system life expectancy

82. 0ld

Providing great home inspections for every client every time Page 48 of 53



www.optimuminspection.com

INTERIOR

65 SIR STEVENS DR, MAPLE, ON  March 18, 2020

ROOFING EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING APPENDIX

REFERENCE

Report No. 1530, v.3

www.optimuminspection.com

APPLIANCES \ Dryer
43. Condition: « Old

83. 0ld

Implication(s): Reduced system life expectancy

84. 0Old

85. Old
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APPLIANCES \ Doorbell

44, Condition: « Inoperative

Implication(s): Equipment inoperative

Location: Front

Task: Service Correct
Time: Immediate

COMMENTS \ Additional
45. Condition: « Typical life expectancy of appliance is 10-12 years and should be inspected regularly and/or replaced if
older than 10 years

Inspection Methods & Limitations

General: « The inspection of the appliances is done as a courtesy to the customer, in order to verify the serial numbers
and check the appliance's working condition, at the time of the inspection.This by no means holds the inspector viable for
any warranty claims after the new home owners have moved in.

Inspection limited/prevented by: « Storage in closets and cabinets / cupboards

Not included as part of a building inspection: « Perimeter drainage tile around foundations .
Cosmetics: « No comment offered on cosmetic finishes

Appliances: « Appliances are not moved during an inspection

Percent of foundation not visible: « 90 %

Basement leakage:

« Cannot predict how often or how badly basement will leak

Almost every basement (and crawlspace) leaks under the right conditions.Based on a one-time visit, it's impossible to

know how often or severe leaks may be.While we look for evidence of past leakage during our inspection, this is not a
good indicator of current conditions.Exterior conditions such as poorly performing gutters and downspouts, and ground
sloping down toward the house often cause basement leakage problems.

Environmental issues are outside the scope of a home inspection: « Moisture problems may result in visible or
concealed mold growth. Environmental Consultants can assist of this is a concern.

Environmental issues are outside the scope of a home inspection: « This includes issues such as asbestos.

END OF REPORT
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The links below connect you to a series of documents that will help you understand your home and how it works. These
are in addition to links attached to specific items in the report.

Click on any link to read about that system.

01. ROOFING, FLASHINGS AND CHIMNEYS
02. EXTERIOR

03. STRUCTURE

04. ELECTRICAL

05. HEATING

06. COOLING/HEAT PUMPS
07. INSULATION

08. PLUMBING

09. INTERIOR

10. APPLIANCES

11. LIFE CYCLES AND COSTS
12. SUPPLEMENTARY

Asbestos

Radon

Urea Formaldehyde Foam Insulation (UFFI)
Lead

Carbon Monoxide

Mold

Household Pests

Termites and Carpenter Ants

13. HOME SET-UP AND MAINTENANCE
14. MORE ABOUT HOME INSPECTIONS
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